
EXISTING
SLAB WHERE
INDICATED

SEALANT

1/2"
EXPANSION
JOINT FILLER

NEW SLAB

LUXURY VINYL
TILE WHERE
INDICATED

LUXURY VINYL
TILE WHERE
INDICATED

HOLLOW METAL DOOR
FRAME GROUT FRAME FULL

5/8" GYPSUM BOARD
OVER METAL STUDS

2" 9 1/4" 1 5/8"

SEALANT

3 1/4"

Level 2 BUILDING 2
711' - 0"

D

WAREHOUSE
ROOF DECK

STAIR

HOLLOW METAL DOOR
AND FRAME

ALUMINUM THRESHOLD,
EXIT ONLY.

4" MASONRY UNIT.

EPDM ROOFING SYSTEM. SEE
2-A19 FOR TYPICAL ROOFING
SYSTEM

8" SOLID BOTTOM CMU
UPSIDE DOWN OR 8"
SOLID CMU

RIGID INSULATION

DRIP EDGE AND
WEATHER STRIPPING

FLUID-APPLIED
AIR/MOISTURE BARRIER

H

T.O. ROOF DECK
724' - 11 3/4"

ANGLE TO SUPPORT
REMOVABLE PRECAST
PANEL, SEE STRUCTURAL

REMOVABLE PRECAST PANEL,
SEE STRUCTURAL

CAST-IN-PLACE ROOF BEAM
AND SLAB, SEE STRUCTURAL

7

7

ROOH HATCH
725' - 7 1/2"

3 5/8" METAL STUDS @
24" O.C. TO BOTTOM
OF STRUCTURE;
BRACE AS NEEDED.

ACOUSTICAL
CEILING TILES

5/8" GYPSUM
WALL BOARD

1
0
"

BOTTOM OF
STRUCTURE

7'-2" A.F.F.

6
"6
"

BOTTOM OF
STRUCTURE

ACCORDION ROOM
DIVIDER TRACK

ACOUSTICAL CEILING
TILES

ACCORDION ROOM
DIVIDER

7'-2" A.F.F.

5/8" GYPSUM BOARD
OVER METAL STUDS,
STAGGERED

CORNER BEAD, TYPICAL

MATCH EXISTING WIDTH

8'-0"

GYPSUM BOARD SOFFIT
WHERE INDICATED

Level 2 BUILDING 2
711' - 0"

NEW PRE FINISHED
GALVANIZED METAL COVER

EPDM MEMBRANE TO SERVE
AS INSULATION RETAINER -
FASTEN BOTH SIDES 12" O.C.
WITH 1" DISC FASTENERS

EPDM WASHERED
STAINLESS STEEL
FASTENER AT 8" O.C.

BONDING ADHESIVE

FLASHING MEMBRANE

BATT INSULATION

NEW 3/4" TREATED
PLYWOOD

NEW DECK

EXISTING DECK

NEW 2X4 TREATED WOOD
NAILERS - BOTH SIDES OF
AREA DIVIDER, TYPICAL

NEW RIGID INSULATION
BUILD UP ON TOP OF
EXISTING ROOFING
SYSTEM

VAPOR RETARDER

M
IN8
"

BATTEN STRIP.
FASTEN AT 12" O.C.

VAPOR RETARDER

EPDM MEMBRANE TURNED UP
EXTERIOR WALL WITH
TERMINATION BAR AND SEALANT

Level 2 BUILDING 2
711' - 0"

G.1

4"

TERMINATION BAR AND SEALANT

EPDM WASHERED
CONCRETE ANCHOR
FASTENED AT 8" O.C. APPLY
SEALANT TO FASTENER

NEW PREFINISHED
GALVANIZED STEEL CLEAT
FASTENED 8" O.C.

NEW 24 GA PREFINISHED
GALVANIZED METAL
EXPANSION JOINT COVER
(LAP JOINTS AND SEAL)

FLASHING MEMBRANE

BATTEN STRIP,
FASTEN AT 12" O.C.

LAP SEALANT

EPDM MEMBRANE

TAPERED RIGID
INSULATION

BONDING ADHESIVE

EPDM WASHERED
STAINLESS STEEL
FASTENER AT 8" O.C.

NEW 2X6 TREATED NAILER

NEW 2X8 TREATED NAILER

NEW 2X4 TREATED NAILER

EXISTING WAREHOUSE
WALL

NEW ROOF DECK

VAPOR RETARDER

EPDM RETAINER WITH
BATT INSULATION
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RENOVATE AND
EXPAND SPACE FOR
PATIENT SUPPORT

AREAS

CONSTRUCTION
DOCUMENTS

12-05-2014

110240-0

DVA#636-311
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Approver EAS2
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DETAILS

IOWA CITY, IOWA

IOWA CITY VA HEALTH CARE SYSTEM

33 35

 1 1/2" = 1'-0"
1

CONSTRUCTION JOINT @
EXISTING BUILDING

 3" = 1'-0"
2

HEAD AT STUD WALL INFILL
 3" = 1'-0"

4
DOOR SILL DETAIL

 1 1/2" = 1'-0"
6

REMOVEABLE PRECAST PANEL

 3" = 1'-0"
8

SOFFIT DETAIL AT CORRIDOR

 3" = 1'-0"
5

CEILING AT ACCORDIAN DOOR

 3" = 1'-0"
3

BULKHEAD/SOFFIT AT EXISTING BUILDING

 3" = 1'-0"
9

ROOF EXPANSION JOINT AT INSULATION INFILL
 3" = 1'-0"

10
ROOF TO WALL EXPANSION JOINT


